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FANCOIL UNIT Air Flow Rate ELECRIC Air Flow Rate ELECTRIC
ITEM TYPE UNIT NO CDU BTU/H
UNIT No. FLOOR QTY BTU/H (CFM) V/P/Hz (CFM™m) V/P/Hz
41 |FCU-4-01 FL.4 1 30,700 BTU/H 800 220/1/50 | 4-WAY CASSETTE
CDU-4-01 170,000 BTU/H 8,700 380/3/50
4.2 |FCU-4-02, 03, 04, 05 FL.4 4 38,000 BTU/H 950 220/1/50 | 4-WAY CASSETTE
4.3 |FCU-4-06 FL.4 1 38,000 BTU/H 950 220/1/50 | 4-WAY CASSETTE
CDU-4-02 170,000 BTU/H 8,700 380/3/50
4.4 |FCU-4-09, 12,13 FL.4 3 47,700 BTU/H 1,200 220/1/50 | 4-WAY CASSETTE
4.5 |FCU-4-07,08, 10, 11 FL.4 4 47,700 BTU/H 1,200 220/1/50 | 4-WAY CASSETTE CDU-4-03 170,000 BTU/H 8,700 380/3/50
4.6 |FCU-4-14, 15, 16, 17 FL.4 4 47,700 BTU/H 1,200 220/1/50 | 4-WAY CASSETTE CDU-4-04 170,000 BTU/H 8,700 380/3/50
4.7 |FCU-4-19, 20, 21 FL.4 3 38,000 BTU/H 950 220/1/50 | 4-WAY CASSETTE CDU-4-05 114,000 BTU/H 6,400 380/3/50
4.8 |FCU-4-18 FL.4 1 47,700 BTU/H 1,200 220/1/50 | 4-WAY CASSETTE
CDU-4-06 76,000 BTU/H 4,400 380/3/50
4.9 |FCU-4-22,23 FL.4 2 13,600 BTU/H 470 220/1/50 WALL TYPE
5.1 |FCU-5-01, 02, 03, 26 FL.5 4 38,000 BTU/H 950 220/1/50 | 4-WAY CASSETTE CDU-5-01 153,500 BTU/H 8,200 380/3/50
5.2 |FCU-5-04, 05, 08, 09, 13 FL.5 5 38,000 BTU/H 950 220/1/50 | 4-WAY CASSETTE CDU-5-02 170,000 BTU/H 8,700 380/3/50
5.3 |FCU-5-06, 07, 10, 11, 15 FL.5 5 38,000 BTU/H 950 220/1/50 | 4-WAY CASSETTE CDU-5-03 170,000 BTU/H 8,700 380/3/50
5.4 |FCU-5-16,17, 18 FL.5 3 38,000 BTU/H 950 220/1/50 | 4-WAY CASSETTE CDU-5-04 114,000 BTU/H 6,400 380/3/50
5.5 |FCU-5-12, 14, 19 FL.5 3 38,000 BTU/H 950 220/1/50 | 4-WAY CASSETTE
5.6 |FCU-5-20 FL.5 1 13,600 BTU/H 470 220/1/50 WALL TYPE CDU-5-05 153,500 BTU/H 8,200 380/3/50
5.7 |FCU-5-21, 22, 23, 24, 25 FL.5 5 7,500 BTU/H 280 220/1/50 WALL TYPE
6.1 |FCU-6-02, 03, 04, 05, 06 FL.6 5 38,000 BTU/H 950 220/1/50 | 4-WAY CASSETTE CDU-6-01 170,000 BTU/H 8,700 380/3/50
6.2 |FCU-6-01 FL.6 1 30,700 BTU/H 800 220/1/50 | 4-WAY CASSETTE
CDU-6-02 170,000 BTU/H 8,700 380/3/50
6.3 |FCU-6-07,08, 11, 12 FL.6 4 38,000 BTU/H 950 220/1/50 | 4-WAY CASSETTE
6.4 |FCU-6-09, 10, 13, 14, 17 FL.6 5 38,000 BTU/H 950 220/1/50 | 4-WAY CASSETTE CDU-6-03 170,000 BTU/H 8,700 380/3/50
6.5 |FCU-6-18, 19, 20, 21 FL.6 4 38,000 BTU/H 950 220/1/50 | 4-WAY CASSETTE CDU-6-04 153,500 BTU/H 8,200 380/3/50
6.6 |FCU-6-15, 16, 22 FL.6 3 38,000 BTU/H 950 220/1/50 |4- WAY CASSETTE
CDU-6-05 136,400 BTU/H 7,600 380/3/50
6.7 |FCU-6-23, 24 FL.6 2 13,600 BTU/H 470 220/1/50 WALL TYPE
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